	 

	
	




	

	

	

	

	Analysis Report Of BADLI CETP (12 MLD) 

Report Number : DPCC/W/CETP/10-11/100

 

1

Name & Address of Ind./ Unit

BADLI CETP (12 MLD)

2

Sampling location

Inlet and Outlet of CETP

3

Date of sampling

13-01-2011 

4

Samples collected by

DPCC LAB.

5

Parameters analyzed and results

 

S. No

Parameter

Inlet

Final Outlet 

 

 

Water Quality

EPA Standards

Water Quality

EPA Standards

1 

  pH

7.0  

5.5-9.0 

6.8 

5.5-9.0

2 

  TSS

-  

250 

- 

100

3 

  COD

336  

... 

84 

250

4 

  BOD (3 days at 27o C)

125  

... 

21 

30

5 

  Ni

2.1  

3 

0.54 

3

6 

  Cu

1.6  

3 

0.6 

3

7 

  Zn

1.84  

15 

0.87 

5

8 

  Cr (Total)

4.31  

2 

0.84 

2

9 

  Pb

0.3  

1 

ND 

0.1

10 

  Cl

310  

... 

290 

1000

11 

  SO4
51.48  

... 

46 

1000

12 

  Cd

ND  

1 

ND 

1

13 

  Oil & Grease

8.2  

20 

3.6 

10

14 

  TDS

2510  

... 

2130 

2100

15 

  Ammonical Nitrogen as N

4.86  

50 

3.92 

50

16 

  Fluoride

1.94  

15 

0.86 

2

17 

  Sulphide

ND  

... 

ND 

2.8

 All values are in mg/l except pH

 ... No Standards 

 ND- Not Detectable

 Flow : 0.5 MLD

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      
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	Analysis Report Of GTK CETP (6 MLD) 

Report Number : DPCC/W/CETP/10-11/101

 

1

Name & Address of Ind./ Unit

GTK CETP (6 MLD)

2

Sampling location

Inlet and Outlet of CETP

3

Date of sampling

14-01-2011 

4

Samples collected by

DPCC LAB.

5

Parameters analyzed and results

 

S. No

Parameter

Inlet

Final Outlet 

 

 

Water Quality

EPA Standards

Water Quality

EPA Standards

1 

  pH

7.7  

5.5-9.0 

8.3 

5.5-9.0

2 

  TSS

-  

250 

- 

100

3 

  COD

720  

... 

115 

250

4 

  BOD (3 days at 27o C)

240  

... 

28 

30

5 

  Ni

1.47  

3 

0.10 

3

6 

  Cu

0.28  

3 

0.08 

3

7 

  Zn

2.8  

15 

1.2 

5

8 

  Cr (Total)

1.8  

2 

0.12 

2

9 

  Pb

ND  

1 

ND 

0.1

10 

  Cl

370  

... 

520 

1000

11 

  SO4
48  

... 

44 

1000

12 

  Cd

ND  

1 

ND 

1

13 

  Oil & Grease

9.0  

20 

1.5 

10

14 

  TDS

2340  

... 

1580 

2100

15 

  Ammonical Nitrogen as N

4.4  

50 

3.2 

50

16 

  Fluoride

2.6  

15 

2.0 

2

17 

  Sulphide

4.5  

... 

2.1 

2.8

 All values are in mg/l except pH

 ... No Standards 

 ND- Not Detectable

 Flow : 2.5 MLD

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      
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	Analysis Report Of JHILMIL CETP (16.8 MLD) 

Report Number : DPCC/W/CETP/10-11/102

 

1

Name & Address of Ind./ Unit

JHILMIL CETP (16.8 MLD)

2

Sampling location

Inlet and Outlet of CETP

3

Date of sampling

18-01-2011 

4

Samples collected by

DPCC LAB.

5

Parameters analyzed and results

 

S. No

Parameter

Inlet

Final Outlet 

 

 

Water Quality

EPA Standards

Water Quality

EPA Standards

1 

  pH

7.3  

5.5-9.0 

7.4 

5.5-9.0

2 

  TSS

-  

250 

- 

100

3 

  COD

450  

... 

75 

250

4 

  BOD (3 days at 27o C)

120  

... 

20 

30

5 

  Ni

0.47  

3 

0.21 

3

6 

  Cu

0.78  

3 

0.30 

3

7 

  Zn

2.14  

15 

0.32 

5

8 

  Cr (Total)

1.29  

2 

0.58 

2

9 

  Pb

0.01  

1 

ND 

0.1

10 

  Cl

1040  

... 

1100 

1000

11 

  SO4
51  

... 

59 

1000

12 

  Cd

ND  

1 

ND 

1

13 

  Oil & Grease

9.5  

20 

4.0 

10

14 

  TDS

3860  

... 

3380 

2100

15 

  Ammonical Nitrogen as N

11.2  

50 

7.6 

50

16 

  Fluoride

3.1  

15 

2.4 

2

17 

  Sulphide

6.4  

... 

ND 

2.8

 All values are in mg/l except pH

 ... No Standards 

 ND- Not Detectable

 Flow : 4.5 MLD

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      
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	Analysis Report Of LAWRENCE ROAD CETP (12 MLD) 

Report Number : DPCC/W/CETP/10-11/103

 

1

Name & Address of Ind./ Unit

LAWRENCE ROAD CETP (12 MLD)

2

Sampling location

Inlet and Outlet of CETP

3

Date of sampling

07-01-2011 

4

Samples collected by

DPCC LAB.

5

Parameters analyzed and results

 

S. No

Parameter

Inlet

Final Outlet 

 

 

Water Quality

EPA Standards

Water Quality

EPA Standards

1 

  pH

7.6  

5.5-9.0 

7.4 

5.5-9.0

2 

  TSS

-  

250 

- 

100

3 

  COD

460  

... 

124 

250

4 

  BOD (3 days at 27o C)

115  

... 

31 

30

5 

  Ni

0.48  

3 

0.28 

3

6 

  Cu

0.92  

3 

0.12 

3

7 

  Zn

1.80  

15 

0.83 

5

8 

  Cr (Total)

0.59  

2 

0.11 

2

9 

  Pb

ND  

1 

ND 

0.1

10 

  Cl

1460  

... 

800 

1000

11 

  SO4
53.5  

... 

53.9 

1000

12 

  Cd

ND  

1 

ND 

1

13 

  Oil & Grease

7.2  

20 

4.8 

10

14 

  TDS

5570  

... 

3180 

2100

15 

  Ammonical Nitrogen as N

6.7  

50 

0.7 

50

16 

  Fluoride

1.7  

15 

1.0 

2

17 

  Sulphide

10.8  

... 

ND 

2.8

 All values are in mg/l except pH

 ... No Standards 

 ND- Not Detectable

 Flow : 2.0 MLD

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      



	

	  




	 

	[image: image8.png]Dectit PotLution CoNTRoL CoMMITTEE
=_— (Government of N.C.T. of Delhi)
NSW@A  4th Flooy LS.B.T. Building, Kashmere Gate, Delhi - 110006
A 74 Website : http:/ /www.dpcc.delhigovt.nic.in





	




	

	

	

	

	Analysis Report Of MANGOLPURI CETP (2.4 MLD) 

Report Number : DPCC/W/CETP/10-11/104

 

1

Name & Address of Ind./ Unit

MANGOLPURI CETP (2.4 MLD)

2

Sampling location

Inlet and Outlet of CETP

3

Date of sampling

19-01-2011 

4

Samples collected by

DPCC LAB.

5

Parameters analyzed and results

 

S. No

Parameter

Inlet

Final Outlet 

 

 

Water Quality

EPA Standards

Water Quality

EPA Standards

1 

  pH

7.6  

5.5-9.0 

8.2 

5.5-9.0

2 

  TSS

-  

250 

- 

100

3 

  COD

736  

... 

92 

250

4 

  BOD (3 days at 27o C)

195  

... 

23 

30

5 

  Ni

0.18  

3 

0.01 

3

6 

  Cu

0.92  

3 

0.08 

3

7 

  Zn

1.28  

15 

0.68 

5

8 

  Cr (Total)

0.48  

2 

0.04 

2

9 

  Pb

ND  

1 

ND 

0.1

10 

  Cl

2450  

... 

2520 

1000

11 

  SO4
56.0  

... 

54.9 

1000

12 

  Cd

ND  

1 

ND 

1

13 

  Oil & Grease

11.2  

20 

4.0 

10

14 

  TDS

7050  

... 

5290 

2100

15 

  Ammonical Nitrogen as N

16.5  

50 

2.8 

50

16 

  Fluoride

1.7  

15 

1.6 

2

17 

  Sulphide

0.16  

... 

0.64 

2.8

 All values are in mg/l except pH

 ... No Standards 

 ND- Not Detectable

 Flow : 1.0 MLD

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      
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	Analysis Report Of MAYAPURI CETP (12 MLD) 

Report Number : DPCC/W/CETP/10-11/105

 

1

Name & Address of Ind./ Unit

MAYAPURI CETP (12 MLD)

2

Sampling location

Inlet and Outlet of CETP

3

Date of sampling

06-01-2011 

4

Samples collected by

DPCC LAB.

5

Parameters analyzed and results

 

S. No

Parameter

Inlet

Final Outlet 

 

 

Water Quality

EPA Standards

Water Quality

EPA Standards

1 

  pH

7.5  

5.5-9.0 

7.9 

5.5-9.0

2 

  TSS

-  

250 

- 

100

3 

  COD

520  

... 

136 

250

4 

  BOD (3 days at 27o C)

130  

... 

24 

30

5 

  Ni

1.21  

3 

0.40 

3

6 

  Cu

0.52  

3 

0.08 

3

7 

  Zn

1.40  

15 

0.82 

5

8 

  Cr (Total)

0.97  

2 

0.14 

2

9 

  Pb

ND  

1 

ND 

0.1

10 

  Cl

930  

... 

670 

1000

11 

  SO4
51  

... 

49 

1000

12 

  Cd

ND  

1 

ND 

1

13 

  Oil & Grease

10.0  

20 

4.7 

10

14 

  TDS

3200  

... 

2330 

2100

15 

  Ammonical Nitrogen as N

4.9  

50 

4.9 

50

16 

  Fluoride

0.36  

15 

0.17 

2

17 

  Sulphide

1.9  

... 

4.9 

2.8

 All values are in mg/l except pH

 ... No Standards 

 ND- Not Detectable

 Flow : 2.5 MLD

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      
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	Analysis Report Of NANGLOI CETP (12 MLD) 

Report Number : DPCC/W/CETP/10-11/106

 

1

Name & Address of Ind./ Unit

NANGLOI CETP (12 MLD)

2

Sampling location

Inlet and Outlet of CETP

3

Date of sampling

19-01-2011 

4

Samples collected by

DPCC LAB.

5

Parameters analyzed and results

 

S. No

Parameter

Inlet

Final Outlet 

 

 

Water Quality

EPA Standards

Water Quality

EPA Standards

1 

  pH

7.6  

5.5-9.0 

7.2 

5.5-9.0

2 

  TSS

-  

250 

- 

100

3 

  COD

345  

... 

70 

250

4 

  BOD (3 days at 27o C)

115  

... 

23 

30

5 

  Ni

0.92  

3 

0.08 

3

6 

  Cu

0.42  

3 

0.02 

3

7 

  Zn

1.4  

15 

0.8 

5

8 

  Cr (Total)

0.92  

2 

0.08 

2

9 

  Pb

ND  

1 

ND 

0.1

10 

  Cl

2200  

... 

1330 

1000

11 

  SO4
51.2  

... 

49.8 

1000

12 

  Cd

ND  

1 

ND 

1

13 

  Oil & Grease

13.6  

20 

3.6 

10

14 

  TDS

5230  

... 

2460 

2100

15 

  Ammonical Nitrogen as N

10.8  

50 

10.7 

50

16 

  Fluoride

1.46  

15 

1.37 

2

17 

  Sulphide

8.1  

... 

1.3 

2.8

 All values are in mg/l except pH

 ... No Standards 

 ND- Not Detectable

 Flow : 1.5 MLD

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      
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	Analysis Report Of NARELA CETP 

Report Number : DPCC/W/CETP/10-11/107

 

1

Name & Address of Ind./ Unit

NARELA CETP

2

Sampling location

Inlet and Outlet of CETP

3

Date of sampling

20-01-2011 

4

Samples collected by

DPCC LAB.

5

Parameters analyzed and results

 

S. No

Parameter

Inlet

Final Outlet 

 

 

Water Quality

EPA Standards

Water Quality

EPA Standards

1 

  pH

7.6  

5.5-9.0 

7.7 

5.5-9.0

2 

  TSS

-  

250 

- 

100

3 

  COD

525  

... 

184 

250

4 

  BOD (3 days at 27o C)

176  

... 

61 

30

5 

  Ni

0.28  

3 

0.03 

3

6 

  Cu

0.42  

3 

0.38 

3

7 

  Zn

1.82  

15 

1.61 

5

8 

  Cr (Total)

1.47  

2 

1.08 

2

9 

  Pb

0.04  

1 

0.01 

0.1

10 

  Cl

390  

... 

280 

1000

11 

  SO4
46  

... 

38 

1000

12 

  Cd

ND  

1 

ND 

1

13 

  Oil & Grease

9.6  

20 

2.0 

10

14 

  TDS

1190  

... 

980 

2100

15 

  Ammonical Nitrogen as N

8.8  

50 

8.1 

50

16 

  Fluoride

0.7  

15 

0.4 

2

17 

  Sulphide

5.4  

... 

5.9 

2.8

 All values are in mg/l except pH

 ... No Standards 

 ND- Not Detectable

 Flow : 5.0 MLD

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      
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	Analysis Report Of OKHLA CETP (12 MLD) 

Report Number : DPCC/W/CETP/10-11/108

 

1

Name & Address of Ind./ Unit

OKHLA CETP (12 MLD)

2

Sampling location

Inlet and Outlet of CETP

3

Date of sampling

05-01-2011 

4

Samples collected by

DPCC LAB.

5

Parameters analyzed and results

 

S. No

Parameter

Inlet

Final Outlet 

 

 

Water Quality

EPA Standards

Water Quality

EPA Standards

Non Functional

 All values are in mg/l except pH

 ... No Standards 

 ND- Not Detectable

 Flow : NO FLOW

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      
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	Analysis Report Of SMA CETP (12 MLD) 

Report Number : DPCC/W/CETP/10-11/109

 

1

Name & Address of Ind./ Unit

SMA CETP (12 MLD)

2

Sampling location

Inlet and Outlet of CETP

3

Date of sampling

07-01-2011 

4

Samples collected by

DPCC LAB.

5

Parameters analyzed and results

 

S. No

Parameter

Inlet

Final Outlet 

 

 

Water Quality

EPA Standards

Water Quality

EPA Standards

1 

  pH

3.0  

5.5-9.0 

6.7 

5.5-9.0

2 

  TSS

-  

250 

- 

100

3 

  COD

560  

... 

64 

250

4 

  BOD (3 days at 27o C)

140  

... 

16 

30

5 

  Ni

8.8  

3 

1.2 

3

6 

  Cu

6.64  

3 

1.4 

3

7 

  Zn

2.28  

15 

0.2 

5

8 

  Cr (Total)

26.2  

2 

1.8 

2

9 

  Pb

0.8  

1 

0.02 

0.1

10 

  Cl

840  

... 

770 

1000

11 

  SO4
51.7  

... 

50.4 

1000

12 

  Cd

0.8  

1 

0.1 

1

13 

  Oil & Grease

8.8  

20 

2.8 

10

14 

  TDS

4750  

... 

2620 

2100

15 

  Ammonical Nitrogen as N

9.3  

50 

7.3 

50

16 

  Fluoride

2.0  

15 

1.8 

2

17 

  Sulphide

ND  

... 

ND 

2.8

 All values are in mg/l except pH

 ... No Standards 

 ND- Not Detectable

 Flow : 1.0 MLD

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      
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	Analysis Report Of WAZIRPUR CETP (24 MLD) 

Report Number : DPCC/W/CETP/10-11/110

 

1

Name & Address of Ind./ Unit

WAZIRPUR CETP (24 MLD)

2

Sampling location

Inlet and Outlet of CETP

3

Date of sampling

07-01-2011 

4

Samples collected by

DPCC LAB.

5

Parameters analyzed and results

 

S. No

Parameter

Inlet

Final Outlet 

 

 

Water Quality

EPA Standards

Water Quality

EPA Standards

1 

  pH

2.2  

5.5-9.0 

6.6 

5.5-9.0

2 

  TSS

-  

250 

- 

100

3 

  COD

340  

... 

52 

250

4 

  BOD (3 days at 27o C)

85  

... 

13 

30

5 

  Ni

12.4  

3 

2.4 

3

6 

  Cu

6.8  

3 

1.2 

3

7 

  Zn

3.2  

15 

1.4 

5

8 

  Cr (Total)

56.68  

2 

3.2 

2

9 

  Pb

0.8  

1 

0.1 

0.1

10 

  Cl

360  

... 

330 

1000

11 

  SO4
54.9  

... 

54.0 

1000

12 

  Cd

0.2  

1 

ND 

1

13 

  Oil & Grease

8.5  

20 

3.6 

10

14 

  TDS

5420  

... 

4940 

2100

15 

  Ammonical Nitrogen as N

14.8  

50 

4.4 

50

16 

  Fluoride

1.5  

15 

1.0 

2

17 

  Sulphide

2.0  

... 

ND 

2.8

 All values are in mg/l except pH

 ... No Standards 

 ND- Not Detectable

 Flow : 1.0 -1.2 MLD

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      



	

	  




