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	ANALYSIS REPORT OF GROUND WATER FOR THE MONTH OF FEB-2012

Report No :DPCC/W/GW/11-12/265-298

S. No

Sampling Location

pH 



TDS 



Cl 



Hardness as CaCO3 



Ca as Ca 



SO4 



Turbidity(NTU) 



Nitrate 



F 



Zn 



Fe 



Pb 



Cu 



Cr 



Ni 



Cd 



 

Desirable Limit for Drinking Water

6.5-8.5 

500 

250 

300 

75 

200 

5.0 

45 

1.0 

5.0 

0.3 

0.05 

0.05 

0.05 

0.01 

1

Pachim Vihar

7.6

360

85

450

41.6

21.7

ND

0.93

-

-

-

-

-

-

-

-

2

Meera Bagh

8.0

1020

545

600

94.4

38.3

1

1.4

-

-

-

-

-

-

-

-

3

Mangolpuri

6.8

3200

980

1030

147.2

14.74

3

2.4

-

-

-

-

-

-

-

-

4

Rohini

7.3

1600

200

580

54.4

34.1

3

1.58

-

-

-

-

-

-

-

-

5

Shalimar Bagh

7.2

1200

140

540

97.6

16.70

2

0.7

-

-

-

-

-

-

-

-

6

Adash Nager

7.9

1800

100

760

46.4

22.4

2

1.33

-

-

-

-

-

-

-

-

7

Perhladpur

8.0

1800

305

810

120

30.1

2

2.1

-

-

-

-

-

-

-

-

8

Moti Bagh - I

8.1

790

425

500

78.4

26.7

ND

1.8

-

-

-

-

-

-

-

-

9

R. K. Puram

8.2

270

110

320

46.4

24.1

ND

1.8

-

-

-

-

-

-

-

-

10

Nauroji Nager

8.0

2300

105

280

33.6

28.1

1

0.76

-

-

-

-

-

-

-

-

11

Kondli

7.9

1220

115

580

68.8

21.1

1

2.67

-

-

-

-

-

-

-

-

12

Mandawali

8.0

820

145

510

76.8

14.4

ND

1.33

-

-

-

-

-

-

-

-

13

Shanti Vihar

7.4

2600

735

780

94.4

38.74

2

3.49

-

-

-

-

-

-

-

-

14

Anand Vihar

8.2

2800

60

800

120

18.9

2

2.54

-

-

-

-

-

-

-

-

15

Nand Nagri

6.9

690

55

430

84.8

27.18

ND

1.79

-

-

-

-

-

-

-

-

16

Yamuna Vihar

7.9

800

80

800

139.2

12.98

1

0.68

-

-

-

-

-

-

-

-

17

Bhrampuri

7.9

500

35

420

57.6

14.63

ND

1.93

-

-

-

-

-

-

-

-

18

Karawal Nagar

8.0

880

150

700

134.4

40.28

1

2.43

-

-

-

-

-

-

-

-

19

Dariya Gunj

7.6

1100

160

430

64

29.7

1

1.37

-

-

-

-

-

-

-

-

20

Vasant Kunj

7.9

500

105

210

25.6

39.79

ND

1.8

-

-

-

-

-

-

-

-

21

Meharauli

7.6

1100

85

680

116.8

40.1

1

2.1

-

-

-

-

-

-

-

-

22

Dwarka

8.1

1290

280

260

54.4

28.2

1

2.0

-

-

-

-

-

-

-

-

23

Tilak Nager

7.8

2500

290

1040

195.2

36.87

2

1.7

-

-

-

-

-

-

-

-

24

Wazipur

8.0

3300

300

1080

246.4

30.71

3

2.48

-

-

-

-

-

-

-

-

25

Lawrence Road

7.4

1150

285

410

94.4

42.48

1

1.49

-

-

-

-

-

-

-

-

26

Badli

8.2

1500

195

620

86.4

38.43

3

2.1

-

-

-

-

-

-

-

-

27

Rajpura Road

7.8

820

185

290

52.8

7.4

ND

0.8

-

-

-

-

-

-

-

-

28

Inderpuri

7.9

3400

950

1730

388.8

29.4

3

1.9

-

-

-

-

-

-

-

-

29

Moti Nagar

8.2

3300

280

1000

190.4

19.4

3

0.07

-

-

-

-

-

-

-

-

30

Rana Pratap Bagh

7.4

970

290

390

81.6

50.43

1

0.86

-

-

-

-

-

-

-

-

31

Paharganj

8.1

2000

135

590

84.8

39.5

3

1.1

-

-

-

-

-

-

-

-

32

Karol Bagh

8.0

620

95

430

80

39.4

ND

0.35

-

-

-

-

-

-

-

-

33

Patel Nagar

7.9

710

145

290

49.6

41.1

1

1.0

-

-

-

-

-

-

-

-

34

Janak Puri

7.9

220

50

320

73.6

21.23

ND

1.58

-

-

-

-

-

-

-

-

 

  All the parameters are in mg/l except pH value.

 

 

 

      SCIENTIST (D) 

SCIENTIST (B)/SSA      



	


