	 

	
	




	

	

	

	

	Status of THERMAL power plants WASTE WATER QUALITY ( Jan-2011 ) 

 

Report Number : DPCC/W/TPP/10-11/046-050

 

 

 

Name of the 
plant

Date Of
Monitoring

Ash pond discharge

Condenser Cooling Water

 

Remarks

pH 



TSS

Oil & 
Grease 

pH

Temperature
Difference

Free 
available 
chlorine

STP/ ETP / CMB 

pH 



TSS

Oil & 
Grease

BOD

COD

 

Standards

6.5-8.5

100

20

6.5-8.5

Not more than 
100C higher
than intake
water
temperature

0.50

 

6.5-9.0

50

10

30

250

STP 
Standard

I.P. Power Station 

24-01-2011

- 

- 

- 

- 

- 

- 

- 

- 

- 

- 

- 

- 

Closed 

Rajghat Thermal Power Station 

24-01-2011

7.4 

- 

1.6 

- 

- 

- 

- 

- 

- 

- 

- 

- 

- 

Badarpur Thermal Power Station 

28-01-2011

8.0 

- 

1.2 

7.4 

9.2 

Nil 

STP 

8.0 

- 

1.6 

23 

96 

- 

Pragati (Gas Based) Power Station 

25-01-2011

- 

- 

- 

- 

- 

- 

CMB 

- 

- 

- 

- 

- 

No discharge 

I.P. Gas Turbine Power Station 

25-01-2011

- 

- 

- 

- 

- 

- 

ETP 

7.5 

- 

2.4 

24 

108 

- 

All the parameters are in mg/l except pH and Temperature

 

 

     SR. SCIENTIST

LAB ASSTT./ SSA      



	

	  




